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PANEL: MDPAB2 400A MCB ROOM: B06 SIEMENS

CIRCUIT BREAKER STATUS CIRCUIT BREAKER STATUS

1 100/3 ON 2 SPACE

3 - 4 SPACE

5 - 6 SPACE

7 30/3 ON 8 20/1 ON

9 - 10 20/1 OFF

11 - 12 20/1 OFF

13 20/1 ON 14 20/1 OFF

15 20/1 ON 16 20/1 OFF

17 20/1 ON 18 20/1 OFF

19 80/3 OFF 20 100/2 ON

21 - 22 -

23 - 24 20/1 OFF

25 70/3 ON 26 20/1 OFF

27 - 28 20/1 OFF

29 - 30 SPACE

31 80/3 ON 32 SPACE

33 - 34 SPACE

35 - 36 SPACE

37 200/3 ON 38 200/3 OFF

39 - 40 -

41 - 42 -

PANEL: MDPBB2 400A MCB ROOM: B06 SIEMENS

CIRCUIT BREAKER STATUS CIRCUIT BREAKER STATUS

1 SPACE 2 40/2 OFF

3 30/2 ON 4 -

5 - 6 60/2 OFF

7 70/2 ON 8 -

9 - 10 20/2 OFF

11 60/3 ON 12 -

13 - 14 70/3 OFF

15 - 16 -

17 20/1 ON 18 -

19 SPACE 20 20/1 ON

21 70/2 OFF 22 30/3 ON

23 - 24 -

25 30/3 ON 26 -

27 - 28 SPACE

29 - 30 SPACE

31 SPACE 32 SPACE

33 SPACE 34 SPACE

35 SPACE 36 SPACE
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37 SPACE 38 SPACE

39 SPACE 40 SPACE

41 SPACE 42 SPACE

PANEL: "BLANK" 400A MCB ROOM: B06 EATON

CIRCUIT BREAKER STATUS CIRCUIT BREAKER STATUS

1 225/3 ON 2 SPACE

3 - 4 SPACE

5 - 6 SPACE

7 SPACE 8 225/3 ON

9 SPACE 10 -

11 SPACE 12 -

13 SPACE 14 225/3 ON

15 SPACE 16 -

17 SPACE 18 -

PANEL: LSB2 100A MCB ROOM: B06 EATON

CIRCUIT BREAKER STATUS CIRCUIT BREAKER STATUS

1 20/1 ON 2 20/1 ON

3 20/1 ON 4 20/1 ON

5 20/1 ON 6 20/1 ON

7 20/1 ON 8 20/1 ON

9 20/1 ON 10 20/1 ON

11 20/1 ON 12 20/1 ON

13 20/1 ON 14 20/1 ON

15 20/1 ON 16 20/1 ON

17 20/1 ON 18 20/1 ON

19 20/1 OFF 20 20/1 OFF

21 20/1 OFF 22 20/1 OFF

23 20/1 OFF 24 20/1 OFF

25 20/1 OFF 26 20/1 OFF

27 20/1 OFF 28 20/1 OFF

29 20/1 OFF 30 20/1 OFF

31 20/1 OFF 32 20/1 OFF

33 20/1 OFF 34 20/1 OFF

35 20/1 OFF 36 20/1 OFF

37 20/1 OFF 38 60/3 ON

39 20/1 OFF 40 -

41 20/1 OFF 42 -

PANEL: 2PPB 225A MCB ROOM: B02 EATON

CIRCUIT BREAKER STATUS CIRCUIT BREAKER STATUS

1 20/1 ON 2 20/1 OFF

3 20/1 ON 4 20/1 ON

5 20/1 ON 6 20/1 OFF

7 20/1 ON 8 20/1 OFF

9 20/1 OFF 10 20/1 OFF
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11 20/1 ON 12 20/1 ON

13 20/1 ON 14 20/1 OFF

15 20/1 ON 16 20/1 OFF

17 20/1 ON 18 20/1 ON

19 20/1 ON 20 20/1 ON

21 20/1 ON 22 20/1 OFF

23 20/1 OFF 24 20/1 OFF

25 20/1 ON 26 20/1 ON

27 20/1 ON 28 20/1 ON

29 20/1 ON 30 20/1 ON

31 20/1 ON 32 20/1 OFF

33 20/1 OFF 34 20/1 OFF

35 20/1 OFF 36 20/1 OFF

37 20/1 OFF 38 20/1 OFF

39 20/1 OFF 40 20/1 OFF

41 20/1 OFF 42 20/1 ON

PANEL: BEVA 60A MCB ROOM: B02 GE

CIRCUIT BREAKER STATUS CIRCUIT BREAKER STATUS

1 20/1 ON 2 20/1 ON

3 20/1 ON 4 20/1 ON

5 20/1 ON 6 20/1 ON

7 20/1 ON 8 20/1 ON

9 SPACE 10 SPACE

11 SPACE 12 SPACE

13 SPACE 14 SPACE

15 SPACE 16 SPACE

17 SPACE 18 SPACE

PANEL: 2MPB 225A MCB ROOM: B03 EATON

CIRCUIT BREAKER STATUS CIRCUIT BREAKER STATUS

1 50/3 OFF 2 50/3 OFF

3 - 4 -

5 - 6 -

7 40/3 OFF 8 40/3 OFF

9 - 10 -

11 - 12 -

13 20/1 OFF 14 20/1 OFF

15 20/1 OFF 16 20/1 OFF

17 20/1 OFF 18 20/1 OFF

19 20/1 OFF 20 20/1 OFF

21 20/1 OFF 22 20/1 OFF

23 20/1 OFF 24 20/1 OFF

25 20/1 ON 26 20/1 OFF

27 20/1 ON 28 20/1 OFF

29 20/1 ON 30 20/1 OFF

31 20/1 ON 32 20/1 OFF
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33 20/1 OFF 34 20/1 OFF

35 20/1 OFF 36 20/1 OFF

37 20/1 OFF 38 20/1 OFF

39 20/1 ON 40 20/1 OFF

41 20/1 ON 42 20/1 OFF
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PANEL: 2PP1A 225A MCB ROOM: 107TC EATON

CIRCUIT BREAKER STATUS CIRCUIT BREAKER STATUS

1 100/3 ON 2 20/1 ON

3 - 4 20/1 ON

5 - 6 20/1 ON

7 20/1 ON 8 20/1 ON

9 20/1 ON 10 20/1 ON

11 20/1 ON 12 20/1 ON

13 20/1 ON 14 20/1 ON

15 20/1 ON 16 20/1 ON

17 20/1 ON 18 20/1 ON

19 20/1 ON 20 20/1 ON

21 20/1 ON 22 20/1 ON

23 20/1 ON 24 20/1 ON

25 20/1 ON 26 20/1 ON

27 20/1 ON 28 20/1 ON

29 20/1 ON 30 20/1 ON

31 20/1 ON 32 20/1 ON

33 20/1 ON 34 20/1 ON

35 20/1 ON 36 20/1 ON

37 20/1 ON 38 20/1 ON

39 20/1 ON 40 20/1 ON

41 20/1 ON 42 20/1 ON

PANEL: 2PP1B 100A MCB ROOM: 107TC EATON

CIRCUIT BREAKER STATUS CIRCUIT BREAKER STATUS

1 20/1 OFF 2 20/1 OFF

3 20/1 OFF 4 20/1 OFF

5 20/1 OFF 6 20/1 OFF

7 20/1 OFF 8 20/1 OFF

9 20/1 OFF 10 20/1 OFF

11 20/1 OFF 12 20/1 OFF

13 20/1 OFF 14 20/1 OFF

15 20/1 OFF 16 20/1 OFF

17 20/1 OFF 18 20/1 OFF

19 20/1 OFF 20 20/1 OFF

21 20/1 OFF 22 20/1 OFF

23 20/1 OFF 24 20/1 OFF

25 20/1 OFF 26 20/1 OFF

27 20/1 OFF 28 20/1 OFF

29 20/1 OFF 30 20/1 OFF

31 SPACE 32 SPACE

33 SPACE 34 SPACE

35 SPACE 36 SPACE
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PANEL: 2PP2A 225A MCB ROOM: 212 EATON

CIRCUIT BREAKER STATUS CIRCUIT BREAKER STATUS

1 100/3 ON 2 20/1 ON

3 - 4 20/1 ON

5 - 6 20/1 ON

7 20/1 ON 8 20/1 ON

9 20/1 ON 10 20/1 ON

11 20/1 ON 12 20/1 ON

13 20/1 ON 14 20/1 ON

15 20/1 ON 16 20/1 ON

17 20/1 ON 18 20/1 ON

19 20/1 ON 20 20/1 ON

21 20/1 ON 22 20/1 ON

23 20/1 ON 24 20/1 ON

25 20/1 ON 26 20/1 ON

27 20/1 ON 28 20/1 ON

29 20/1 ON 30 20/1 ON

31 20/1 ON 32 20/1 ON

33 20/1 ON 34 20/1 ON

35 20/1 ON 36 20/1 ON

37 20/1 ON 38 20/1 ON

39 20/1 ON 40 20/1 ON

41 20/1 ON 42 20/1 ON

PANEL: 2PP2B 100A MCB ROOM: 212 EATON

CIRCUIT BREAKER STATUS CIRCUIT BREAKER STATUS

1 20/1 OFF 2 20/1 OFF

3 20/1 OFF 4 20/1 OFF

5 20/1 OFF 6 20/1 OFF

7 20/1 OFF 8 20/1 OFF

9 20/1 OFF 10 20/1 OFF

11 20/1 OFF 12 20/1 OFF

13 20/1 OFF 14 20/1 OFF

15 20/1 OFF 16 20/1 OFF

17 20/1 OFF 18 20/1 OFF

19 20/1 OFF 20 20/1 OFF

21 20/1 OFF 22 20/1 OFF

23 20/1 OFF 24 20/1 OFF

25 20/1 OFF 26 20/1 OFF

27 20/1 OFF 28 20/1 OFF

29 20/1 OFF 30 20/1 OFF

31 SPACE 32 SPACE

33 SPACE 34 SPACE

35 SPACE 36 SPACE
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